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ELECTRICAL SERVICE UNIT 

WIRING DIAGRAM 

I. GENERAL 

1.01 This section shows the wiring for the 28LB electrical 
service unit. 
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NOTES• 
1. iUNlT WIRED FOR 115 VOLTS. 60'V A.C. POWER 

!INPUT ONLY. 

2. I MOUNT "K" R ESISTOR WlTH !BOOn TERMINALS N EAR lj MOUNTING PLATE. USE 60026 SLEEVING ON 
TERMINALS, 3/4 IN. LONG. 
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3, CONNECT CABLE \45280 FIRST AND RECTlf'IER 
ASSE MBLY .NEXT. 
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NOTES : 
1. UNIT WIRED FOR 115 VOLTS. 60'\J A.C. POWER 

INPUT ONLY. 
2. MOUNT "K" RESISTOR WlTH 180011 TERMINALS NEAR 

I
, MOUNTING PLATE. USE 6002.6 SLEEVING ON 
TERMINALS, 3/4 IN. LONG, 
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3. CONNECT CABLE 145280 fiRST AND RECTifiER 

ASSEMBLY NEXT, 
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